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CONCRETE PAD

SCALE: 1/4 " = 1’-0"

FLOOR PLAN

SCALE: 1/4 " = 1’-0"

SCALE: 1/4 " = 1’-0"

EAST ELEVATION
SCALE: 1/4 " = 1’-0"
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ROOF PLAN

NOTES:

1. PRE-ENGINEERED BUILDING SECTIONS AND DETAILS SHOWN ARE BASED

   BUILDING SECTIONS AND DETAILS MAY VARY DEPENDING ON THE FINAL

   PRODUCT PURCHASED.

ITEM DESCRIPTION

1 (2) 3’-0" x 7’-0" DOOR

DOOR SCHEDULE
1

HVAC-1HVAC-2

HVAC-1

HVAC-2

M

EDGE OF ROOF

ROOF OVERHANG

AT APRON

CL
ESSENTIAL PANEL

34’-0"

2
6
’
-
0
"

L

2. MOUNT INTERIOR FLOURESCENT LIGHTING.BETWEEN CABLE  TRAYS,

   CABLE TRAYS AND WALLS, LENGHTWISE TO THE SHELTER.

   UPON A SINGLE BUILDING MANUFACTURERS (JOAQUIN) PRODUCT. ACTUAL

RTR WEST - 24’X 32’

BOI-D-RTR-A001

N

INTERIOR WALL LINE

RIDGE LINE

JJJ

200A FUSED

DISCONNECT

SWITCH W/150A

FUSES

200A, PIN & SLEEVE

RECEPTACLE, 4-POLE

CROUSE-HINDS

AREA204126 W/PLUG

AP204512

ROOF

OVERHANG

CONCRETE

STEP PAD

NEMA 4X

BULKHEAD BOX

42"X36"X8"

MOUNTED ON VERT.

P4100 UNISTRUT

(TYP FOR 3)

8
’-

1
 3

/8
 "

1’ FOOT OVERHANG

3-4" NIPPLE

PER BOX

(TYP FOR 3)

NEMA 4X

BULKHEAD BOX

42"X36"X8"

(TYP FOR 3,

VERT MOUNTED 

ON P4100 UNI-

STRUT) HOFFMAN

CAT# A42H3608SS6LP 

& MOUNTING PAN#

A42P36SS6)

   50 KVA

12.47/208-120

200A SW

150A FU 150A FU

200A MANUAL

TRANSFER SWITCH

ESSENTIAL PANEL

200A SW

200A RECEPT.
6

"

6"

C
L

C
L C

L

C
L

WEST ELEVATION

NORTH ELEVATION

SOUTH ELEVATION

E/G FUSED

DISCONNECT SWITCH &

PIN & SLEEVE RECEPTACLE

$$

MANUAL TRANSFER

SWITCH, SQUARE D

#82254

2" EMT

4-#2/0 &

1-#4G
SUPPLEMENTAL 

GROUND PLATE

10’-0"

TVSS

METER BASE

SERVICE ENTRANCE

SWITCH

MAIN GROUND

PLATE

500 MCM 1 1/2 " RGS,

THREADED NIPPLE

ON EXTERIOR SIDE

METER BASE

MILBANK

CAT#124TB-RP

METER

BASE

DOWN TO DC PANEL 

IN RACK & BATTERY 

CHARGER LOCATED IN 

RACK (GFE)

500 MCM 1 1/2 " RGS

THREADED NIPPLES

ON EXTERIOR SIDE

DUPLEX RECEPTACLE

MOUNTED 42" AFF

(TYP FOR 8)

2" THREADED

RGS NIPPLE

(MOUNTED BELOW

CABLE TRAY)

6’-0"

2" THREADED RGS NIPPLE

LOCATED BENEATH

CABLE TRAY

12" CABLE TRAY WITH

4" SIDERAIL SEISMIC

BRACED TO WALL (TYPICAL)

4"X4" WIREWAY

FOR DC WIRING, 

SEISMIC BRACED

10
 3

/1
6 

"

BATTERY RACK

(INSTALLED BY OTHERS)

3-TUBE FLOURESCENT

FIXTURE W/32 WATT T8

BALLAST, <10% THD, 

INSTANT START AND

EMERGENCY BATTERY

PACK (TYP FOR 14)

4"X4" WIREWAY

FOR AC WIRING

c
o
n
c
e
p
tu

a
l

EXHAUST 

VENT FAN

EXHAUST

VENT FAN

3-4" NIPPLES

PER BOX

(TYP FOR 3)

35W 120V

HPS (NO PC)

3. MOUNT EXTERIOR JUNCTION BOXES AND SWITCHES ON VERTICLE

   P4100 UNISTRUT..

SUPPORT CONDUIT

ON BOTTOM OF TRAY
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